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AE 363 - Exam 2
Part 1 Closed Book
Multiple Choice: 1 pt. each
1. With the actuating pin depressed on a micro switch, there is a complete circuit from:
( a; ) NOto C

b) NCto C

¢c) NOtoNC

d) C to NO and NC
2. A magnetic motor starter with a start-stop statlon will start the load when START is pushed

but stops when START is released. Probable cause:

a) START stuck closed.

b) auxiliary contacts stuck closed.
auxiliary contacts stuck open.

d) coil short-circuited.

€) none of the above

d) none of the above

4. ‘Capacitor start-induction run motors are NOT found on variable speed ventilating fans
because

a) they don't have adequate torque to start the fan.
b) they are not available in the correct sizes.
c they cannot stand the temperatures likely in this application.
the starting winding would be turned on and damaged during low-speed operation.

5. A fractional HP motor, on examination is found to have a squirrel cage rotor, no starting
switch, and two lead wires. Thisisa

a) 3-phase motor
b) split-phase motor
(<D  shaded pole motor
d) universal motor
e) repulsion start - induction run
f) on start - induction run







